Emergency Generator Room Temperature Controls
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NOTES:

L. All naterial designated with (P) preceeding the device tag in the Bill of Material
is proprietory and Is being supplied by Johnson Controls, Inc. ALl ather material Is considered non-proprietry.

COPYRIGHT JOHNSON CONTROLS, INC.1993

EN-02001

3 )0A-5

DRY CONTACT FROM EMERGENCY GENERATOR
EFBOTMO(EXHAUST FAN, EF~807 MOTOR CONTROL GIRCUIT)

{(Dor-1, oa-2

FIELD MATERIAL
DEVICE TAG QTY CODE NMBER  DESCRIPTION

D-1-0-3 R SEE DAMPER SCHEDULE
DA-1-DA-S - e SEE DAMPER SCHEDULE

TE-L | TE-6000-4 SENSOR, 1000 OHM +/- .25
1 T-4000-2139  COVER PLAS HRZ CONC NO-T
1 TE-6001-4 ELEMENT HOLDER F/TE ¢
PANEL MATERI[AL

DEVICE TAG QTY CODE NUMBER  DESCRIPTION

(P) ACC M-8000-393 SCREV-ON LAMCOID NAME-
Py ACC 10 PD-113-3 TEWINAL BLOCK; MEDIUM
(P) AV-1-AV-4
(P) EP-1-£P-3
(P) MS-1
(P) P-1
(P) PI-1-P[-6
(P) PR-1
(P) ACC

R-1

ACC

M-8100-1824  CONTROL CA)"EY STD FACE
G-2010-5 AR GAGE |

R-130-1 1/8 *, 1 SCFN PRV
F-4218-1302  MONTING

RR3B-UL-120VAC RELAY

SH3B-05 RELAY BASE

MOTOR CONTROL
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SEE DETAL CC-1, H-REF-07
M)
EN-2001 0
GO &F-807

VERIFY MOTOR VOLTAGE
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SEE DETAL CC-2, H-REF-07
)
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UH-CONTROL RELAY

CED-2001
UH-C

CS TERMINATION

BAY TERM FM  XEVICE  REFERENCE DETAIL
58 ENCLOSURE: EN-2001

BAYI2 TB2 RI[-10 TE-1  N-RTD-2IVIST-R
BAY3 TBB LI-10 -—-  N-MO- ZWIST-L
BAYI4 0  RO-7/8 P-i Py

BAY14 TB3 RO-9 5807’( N-NO- ZNIST R
BAY14 TB4 RO-10 N-NO-2TVIST-R

SEQUENCE OF OPERATIONS

GENERAL

The € cy Generator room space temperature will be globally available
at any I3C operutor interface. A low temperature alarm will be issued in
the event that the space temperature drops below 45 F.(adjustable).

EMERGENCY GENERATOR OFF

Digital controller, EN-2001, w:ll sequence the operation of exhuast
fan, EF-807 and electric unit heater to meintain o spcce ternperetwe
setpoint of 50 F.(adjusteble et [CS) Fresh air damper a

DA-4, S will open to mininun with the operation of exhnust Fan, E}' 807.

EMERGENCY GENERATOR ON

Dlgltel cmtroller EN-2001, vilt nodulate discharge and exhaust air
tuators, DA-l and DA-2 oroportionally to maintain o space

cmm of S0 F. (ud‘ustob(u Fresh air danper, D-4 and DA-S

vill open to 100 upon e emerqgenCy generator

being storted. operation of the exhaust fan and the unit heater will

remain the same as above.
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